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GENERAL SERVICES ADMINISTRATION

5 : A
R Public Buildings Service

AN Washington 25, D.C.
=, 0CT 28 1&

-3

Colonel L. K. White
Deputy Director (Support)
Central Intelligence Agency
Washington£25, D. C.
T

Dear Colonel‘White:

We regret the deficiencies in the airconditioning system for your
new headquarters building at Langley about which you wrote on
October 7, 1963,

I asked Mr. Rantzow of my staff to check into this matter and to
call you, I understand that he did so yesterday.

Region 3 has employed a consultant to review the findings of the
study made of the system and to furnish recommendations as to
corrective action necessary. It is hoped that these recommenda-
tions will be received in time so that corrective action will be
completed before the next cooling season. In the meantime, we
will do all possible with our maintenance force to obtain the most
efficient operation of the existing system.

Sincerely yours,

R. T. Daly
Commissioner
Public Buildings Service
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8 October 1963
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MEMORANDUM FOR: Mr. Kirkpatrick

SUBJECT : Air Conditioning and Heating Systéms
Kirk:

The frigid temperature in the Director's
dining room last Friday was caused by a stuck thermostat; this has
been corrected. As to the problem with regard to our over-all
system and what we are doing about it, I attach hereto two letters
which have been sent to the Public Buildings Service on this subject.
I am not optimistic that we are going to have a satisfactory condition
very soon, but we will certainly keep all the pressure we can on
the General Services Administration.

STAT

L. K. White

2 Attachments:
Att 1: Ltr dtd 7 Oct 63 to Regional
Director, PBS fr C/RECD/OL
Att 2: Ltr dtd 7 Oct 63 to Commissioner,
PBS fr DD/S
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XX 20508
7 Oestober 1963

Mr. Robert T. Daly

Commissioner, Public Bulldings Sexrvice
General Services Administration
Washington, D. C. 20407

Dear Bob:

As you know, we have occupled our new hsadquarters building at
Langley for approximately two years. We recognized that some period of
time after o¢cupancy would be required to adjust and balance the air con-
ditioning and heating systems.

While a grest deal of attention has been given to this problem, the
situation is still very unsatisfactory. A team of engineers from Region 3,
assisted by Agency representatives, began this summer and has now com-
pleted an intensive study of the systems and has identified 2 number of
deficiencies which must be corrected. I enclose for your reference a copy
of a summary of the findings which has been forwarded today to Mr.
Anthony W. Innamorati, Regional Director of the Public Buildings Service.

We realize that these systems are complicated and that adequate
corrective measures do take time. It does seem to us, however, that by
this time we should have clearly identified the mblcmu and initiated
vigorous and concerted action to solve them.

We would appreciate very much anything you can do to expedite
the decisions and actions which are necessary to provide a satisfactory
system with the least possible delay.

_Bincerely,
Signed
L. K. White
Deputy Director
(Support)
Enclosure
DD/S:LKW:sbo
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Mr. Anthony . nnamorati
Regional Direcior

Public Bulldings service
General Services Administration
Washingion, D. €. 20407

Dear Mr. Innamorati:

There are certain deficiencies in the air conditioning and heating
systams is our headquarters bullding at Langley, Virginia, which have
existed since the building was first occupled and which need correction.
It has taken time to go through a couple of heating and ceoling ssasons
and to isolate them from the usual shakedown problems. It is requested
that your office review the prodlems set forth ia the attachment and sub-
mit preposals {or their solutions.

The attachmient is a summary of iavestigative work performed by
Mesars. Gustav Bengtson and Richard Gibbons, “BS en ineers; Roy _
Gaines, Chief Operating Engineer; and | ClA engineer. STAT
Mr. Beugtson aew bas in his possession the resultant notes and sketches,
and is fully conversaat with the probless. -

Included in the attachment is an item concerning the temperature
of chilled water in the secondary system waich is the subject of my
letter of 22 August 1963 to you. It was of concern at that tirne becaage
of its effect on the asw air conditioning installed in the Director's office.
It is also included here because of its relationship to these deficiencies.
It is 50 noted in the attachment,

Not included in the attachment are the deficiencies concerning the
outside air plenum and the evaporative condensers for the 330 ton com-
pressor in the kitchen fan room. These were the subjects of previous
correspondence with Mr. Beagtson and Mr. Voun Otto. '

Sincerely,

| STAT

Chief, Rezal Estate & Constraction Division

Attachment ' '

o A A RAY
{ ) .
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Mr. Turner:

Attached is the correspondence on air-conditioning

P
which you requested. V/ 17_"4“9
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